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Security Rounds on Back

SDO: DATE:
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Security Rounds/Messages/Inspect Ensign2000
Security Rounds/Messages/Inspect Ensign0800
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Security Rounds/Messages/Inspect Ensign
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Brief with Code 13 (Obtain MONTH-IN)
Inspect Ensign
SDO Turnover

Review Logbook

1.  Significant events or problems encountered during the watch (include times):

3. Personnel remaining in spaces after working hours: 
CODE             NAME/RANKS OF PERSONNEL

2.  Suggestions to improve the watch:



COMNAVSAFECEN 1601/1 (04/08)

COMNAVSAFECENINST 1601.1H

THE SERVERS LOCATED IN ROOM 119C ARE VERY IMPORTANT TO THE COMMAND BECAUSE THEY 
PROVIDE FOR THE NAVAL SAFETY CENTER'S WEB ENABLED SAFETY SYSTEM (WESS).  USE THIS 
PROCEDURE WHEN SDO CELL PHONE TEXT MESSAGE WARNINGS ARE RECEIVED, INDICATING THE 
TEMPERATURE AND/OR HUMIDITY LEVELS IN THE SERVER ROOM ARE NEAR LIMITS

1.  TEMPERATURE/HUMIDITY READINGS:

The following temperature and humidity conditions are accepted as normal.

Temperature:  > 60°F AND < 80°F 

Humidity:     > 30% AND < 70% 

If readings are out of limits:

    a.  Contact PWC (444-4431) to have the problem with the heating or air conditioning corrected.  If unable to 
reach PWC, contact the Naval Station Command Duty Officer for emergency work at 322-2866.

    b.  Once temperature and humidity levels are restored to normal limits, determine if WESS is available to the 
Fleet by navigating to the WESS log-in page at https://wess.safetycenter.navy.mil.  If WESS is not available, contact 
the Systems Division Head (Code 51) or Systems Division systems administrators to bring WESS back on line.  
NOTE: The availability of WESS should also be confirmed following a loss of power to the building for any duration 
of time. 

    c.  After a problem is corrected and servers are back on line, monitor the temperature and humidity levels in 
the server room for a few hours.
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THE SERVERS LOCATED IN ROOM 119C ARE VERY IMPORTANT TO THE COMMAND BECAUSE THEY PROVIDE FOR THE NAVAL SAFETY CENTER'S WEB ENABLED SAFETY SYSTEM (WESS).  USE THIS PROCEDURE WHEN SDO CELL PHONE TEXT MESSAGE WARNINGS ARE RECEIVED, INDICATING THE TEMPERATURE AND/OR HUMIDITY LEVELS IN THE SERVER ROOM ARE NEAR LIMITS
1.  TEMPERATURE/HUMIDITY READINGS:
The following temperature and humidity conditions are accepted as normal.
Temperature:  > 60°F AND < 80°F 
Humidity:     > 30% AND < 70% 
If readings are out of limits:
    a.  Contact PWC (444-4431) to have the problem with the heating or air conditioning corrected.  If unable to reach PWC, contact the Naval Station Command Duty Officer for emergency work at 322-2866.
    b.  Once temperature and humidity levels are restored to normal limits, determine if WESS is available to the Fleet by navigating to the WESS log-in page at https://wess.safetycenter.navy.mil.  If WESS is not available, contact the Systems Division Head (Code 51) or Systems Division systems administrators to bring WESS back on line.  NOTE: The availability of WESS should also be confirmed following a loss of power to the building for any duration of time. 
    c.  After a problem is corrected and servers are back on line, monitor the temperature and humidity levels in the server room for a few hours.
8.0.1291.1.339988.308172
Teresa McPherson
4/8/2008
Admin Dept
Check list for duty officers
Staff Duty Officer Checkoff List
4/8/2008
	PrintButton1: 
	SDO_Name: 
	Date: 
	Problems: 
	PersonnelAfterHours: 
	Suggestions: 



